
26 July 2012 

PH: (480) 998-3300; FAX: (480) 483-7908 

Robert G. Gray 
Executive Consultant I11 
Utilities Division 
Arizona Corporation Commission 
1200 W Washington Street 
Phoenix AZ 85007-2927 

Re: Docket No. WS-02987A-12-0136; Johnson Utilities, L.L.C. Application for 
Approval of an Extension of its Certificate of Convenience and Necessity 

Dear Mr. Gray: 

To further support Johnson Utilities CC&N Application mentioned above, I have attached the 
Developer's Preliminary Engineering Analysis for Bella Vista Farms as Attachment 1, and the 
Developer's Preliminary Engineering Analysis for Merrill Ranch Expansion 1 as Attachment 2. 

Please feel fiee to contact me should you need any further idormation. 

JOHNSON UTILITIES, L.L.C. 

cc: Docket Control 
Del Smith, Engineering Supervisor 
Brian Bozzo, Compliance Manager 
Lyn Farmer, Chief, Hearing Division 
Jeffrey W. Crockett, Brownstein Hyatt Farber Schreck 
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1 .I) INTRODUCTION 

1.1 Gcneral 

Rclla Vista Farms (BVF) consists of approximately 1,309 acres of the Bella Vista F a r m  Planned 
Unit Dcvelopmeiit located in portions of Sections 09, 10, 15. and 16 of Township 3 South. Range 
8 East, Pinal County, Arizona. See Figurc 1. ?'he property is a mixed-use development planned 
lor a target of 4,430 rcsidential dwclling units and will include commercial. education. and open 
space parcels. The northeast corner of Bella Vista and the Southern Pacific Railroad will serve 
as a 200-acre Community College campus for the Central Arizona College. 

This report will serve to quantify the water demands and water infrastructure needs for that 
portion of the development within the contemplated expansion of the Johnson Ihilities (JLJ) 
water service area. See Figure 2. 

1.2 Land Use Pian 

l'he Land Use Plan for BVF is summarized in Table 1 below. The initial development phase 
consists of developing parcels A and B. the Community College Campus and a 17.90-acre 
commercial site located adjacent to the college campus on the southern boundary of BVF. 
fronting Bella Vista Road. 

Table 1 - Bella Vista Farms Land Use (Johnson Utilities Expansion Area Only) 

I Total I 592.05 I 1,339 
From Hadie) Design Group - Exhibit 11-3; Uella Vista Farins Conceptual Land Use, May 2 5 ,  2013. 

See Figure 3 for a land use map obtained fiom Harvard Investments. 

1.3 Site Conditions 

The 1.309-acre parcel is currently undevcloped and undcr active cultivation with the exception of 
two-small areas on the norihLvest boundary 01' the sitc in Section 9. 'The Southern Pacific 
Railroad forms the boundary of the development. 

l'hc topography may be characterized as gently sloping from the east to west. l'he highest point 
of the propertj is located on tbe northwest corncr of the devclopinent with elevation 1,530 feet 
above MSL. l'he lowest point is located at the southwest corner of Section 9, near the 
interscction of the railroad and Roberts Road, with an clckation of 1.495 feet. The cross slope is 
approximately 0.45 percent. 
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2.0 WATER SYSTEM REQUIREMENTS 

Water system demands for BVF uwe calculated using unit hctor and design criteria presented in 
the Johnson Utilities, LLC, Design Guide and Standard Details, November 2005. 

1'0 pdat i on Detisi ty 
Average Day Demand 
Maxiiiiuiii Day Deiiiand 
Peak F Iour Demand 
Conimerc i al/School s 
Park 
Fire Flow (Residential) 
Fire Flow (Commercial) 
Storage Domestic 
Storage Fire 

2.6 pt.oplc/ IIC'  
260 galslDU-day 
ADD x 2.0 
ADD x 3.0 
1 SO0 gal/day-acre 
1,800 galiday-acre 
1 :OOO gpiiil2 hrs 
1,500 gpmi3 his 
0.48 x MDD 
IIigliest Flow + duration (e.g., 1.500 gpm x 3 hrs = 270,000 gal) 

Expectcd demands for the area to be served by an expansion of the Johnson Utilities service area 
are stiiiiniarized in Table 2. 

Table 2 -Water Oemends 

The above demands must be niet by the instullation of additional water production. storage, 
pumping. and distribution infrastructure and by connection to the Johnson Utilities water 
distribution system. The infrastructure reqiiircinents arc summarized below as taken from 
Johnson Utilities design criteria. 

BVF + Full Campus 
Well Production (gpin) 955 gpm 
Storage (gal) 930,000 gal 
Boostcr Piimp Capacity' 2,460 gpm 
I Taken as the greater of MDD + 1,500 gpm Fire Flow or I'H Demands, froin Table 2. 
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3.0 EXISTING WATER SYSTEM LNFRASTRUCTURE 

3.1 Johnson Utilities 

A portion of JLI water system infrastructurc is shown i n  Figure 3. It is noted that a collection of 
wells have been installed throughout the distribution systctn that pumps directly into the 
distribution system. The Johnson Ranch Main Watcr Plant (POE 001) is located on Hunt 
Highway. approxiiiiately one-half mile south of Bella Vista Road. The JU water system within 
the Johnson Ranch area has one pressure zone. 1.ow pressures are noted in the cooper Mine 
Road area and high pressures in the Circle Cross subdivision located in the vicinity of Hash 
Knife Draw and Gantzel Roads. JU has indicated that a zoiial split will bc made at this location 
in the near future to reduce current line pressures of 1 OO+ psi. 

JU has indicated that it will  shortly begin distribution system improvements in thc eastern 
portion of its service area along Attaway Road. south of Bella Vista Road, to coniplete the 
looping of its distribution system. Also under consideration is a new water plant in the 
southwest corner of Section 23 consisting of a well and 1 MC storage with booster pumps. 

It is also noted that a new 12-inch waterline will parallel an cxisting 8-inch niain along Bella 
vista Road from Tourmaline Drive, east, to the proposed entrance to the Central Arizona Campus 
entrancc and the realigned Schnepf Road. This line will provide water service to the 
development. 
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4.0 WATER SERVICE IMPHOVEMEN'IS 

4.1 Line Extension 

llicre currcntly exists an 8-inch waterlinc in t3ella Vista Road along the south side of the BVF 
property. See Figitre 4. Thc line extends east to Attaway I b a d  and west to Ilunt Ilighbvaj* (12- 
inch main \vest of the Southcrn Pacific Railroad). Waterline pressures i n  this linc are iepiitcd to 
be approximately SO psi. 

For this development. a new 12-inch iiiain will be installed in Beila Vista Road from the College 
Campus west, across the railroad, connecting to the existing lz-iiich main west of the railroad as 
shown in Figure 4. A single 12-inch main is capable of delivering the proposed demands with 
the following hydraulic characteristics: 

Demand Velocity Head Loss@ C=130 Total Head Loss' 
MDD t FI: 2,460 6.98 fps 1.39 f1/100 ft 48.2 psi 

PI I 1,432 4.07 fps 0.51 iV100 ft 17.7 psi 
' Coniputed from KenworthyIBella Vista. the point at which the system is looped Approxrrtiately 8,000 feet. 

Given a normal static system pressure of approximately 80 psi, as reported above. the residual 
pressures during MDD plus lire flow conditions would be well above the required 20 psi at the 
property and delivery of water of suflicient quantity and pressure from J U  appears feasiblc given 
the information provided. 

4.2 System Improveincnts Within Parcel 

,-  I he proposed improvements are shown in Figure 4. Ultimate service to BVF would require the 
establishment of 1 ?-inch looping connection to the JU system. Our analysis indicates the 
following requirements: 

o Production must be provided by the development by the drilling ofat least one 500 gpm well, 
pro\-idt.d the J l l  system is capablc of supplying spare capacity should the BVF well be out of 
service. 

f'rovidr a water campus tvith a 1.00 h4G storage reservoir with 2.500 gpni of' booster 
pumping capacity. 

o Integrating the 13VF system tvith JU's system will require a modeling effort 

c 

The costs of this alternative are estimated to be approximatcly $3,744,000 as shown in Table 3. 
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Dew rip t ion 
_I____ Connection to Exist 
12" Water Extension 
500 ppm Wclls -___-- 

9 

Quantity Unit Unit Cost Total Cost Remarks 

5 . 3 0  L I: S50/LF $264,000 Class 350 DIP 
1 L S 1- s $2 10.000 Sec Figure 3 

I EA S 1.50Q,000 $1.500.000 
_I___ 

J u l y  13, 2012 

I ' 1 .OO MG Stwl Tanh I 

1 Packagc Booster Pump 
Station + Controls 
Ihcrgency Generalor __ I 

Coated. Cathodic 
'950.000 Protection I- s 1,s 

1,s LS %400,000 3,200 gpin - 4 Pumps 

LS rs $80.000 Diesel Po\vcred 

.__ 

Srtblolul 
10% Contingency 

TOTAL 

S3,JO-l, 000 
$340,000 

. S3,744,000 
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Mr. Daniel Hodges 
Johnson Utilities 
5230 E. Shea Blvd Suite #200 
Scottsdale, AZ 85254 

July 17,2012 

Subject: Johnson Utilities Water & Sewer CC&N Request 
Preliminary Engineering Analysis 

Mr. Hodges: 

Baxter Design has been requested by the South West Valley Partners to perform a 
preliminary engineering analysis of an area in Florence, AZ that is proposed to be 
serviced by Johnson Utilities for both drinking water and sanitary sewer services (see 
attached Exhibit “A). 

The area for the proposed CC&N expansion is a 348(&) acre mixed use residential and 
commercial development located in south central Pinal County, Arizona approximately 6 
miles northwest of Florence, Arizona. The area is located adjacent to the Anthem at 
Merrill Ranch Planned Unit Development (P.U.D.) in the Northwest quarter of Section 
29 and Section 30, Township 4 South, Range 9 East of the Gila and Salt River 
Meridian. 

The area consists of approximately 227 acres of single-family residential lots (900 lots) 
and 121 acres of commercial development. 

Drinkinn Water Service 

Currently, the adjacent area is serviced by the Johnson Utilities water tanks and well 
sites in the Anthem at Merrill Ranch Master Planned Development (see attached Exhibit 
“B”). It is anticipated that the existing infrastructure has the required capacity to serve 
the expanded area or can be upgraded to provide the necessary drinking water and fire 
flow requirements for the area that is proposed to be included in the CC&N expansion. 

Sanitaw Sewer 

Currently, the adjacent area is serviced by the Johnson Utilities - Anthem at Merrill 
Ranch Water Reclamation Plant in the Anthem at Merrill Ranch Master Planned 
Development (see attached Exhibit “B”). It is anticipated that the existing Water 
Reclamation Plant and the corresponding sanitary sewer trunk lines have the required 
capacity for the expansion area. 

7580 N. DOBSON RD., SUITE 200 
SCOTTSDALE, AZ 85256 
480-818-6001 

3515 STONE WALL CIRCLE 
HEBER CITY, UT 84032 
435-709-8234 

SCOTTSDALE HEBER CITY 



RAXlER ~ DESlGNGROUP 

The projected sanitary sewer flow produced by the expansion area is 308,200 gpd 
(gallons per day) or 0.35 MGD (million gallons per day) based on 4 lots/per acre with an 
ADF/Lot of 208 (gpd) and commercial flows of 1000 gpd (gallons per day) per acre. 

Approximately 59% of residential area (137 acres) are planned to be conveyed by 
gravity sewer line to an existing trunk line located in American Way. The reminder of 
the residential and the commercial area will be conveyed by gravity sewer to a lift 
station to be located near Hunt Highway and then lifted to the trunk line in American 
Way (see attached Exhibit "A"). 

In summary, Baxter Design Group has reviewed the existing conditions and topography 
of the proposed expansion area along with the existing infrastructure that currently 
serves that Anthem at Merrill Ranch Community. We anticipate that the wet utility 
infrastructures that Johnson Utilities provides in the area are viable solutions to serve 
the proposed CC&N expansion area. 

Feel free to contact me with any questions regarding this preliminary engineering 
review. 

Sincerely, 

/ Jared Baxter, P.E. 

7580 N. DOBSON RD., SUITE 280 
SCOTTSOALE, AZ. 85256 
48081&8001 

3515 STONE WALL CIR 
HEBER CITY, UT 84032 
435-709-8234 

SCOTTSDALE HEBER CITY 
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